


Q.  Specifications SECTION 13110  CATHODIC PROTECTION SYSTEM (SACRIFICIAL 
ANODE), paragraph 1.3.12  Metallic Components and Typicals requires cathodic protection of 
these water line elements.  Specifications SECTION 02510 WATER DISTRIBUTION SYSTEM, 
paragraph 2.2.1.c requires all buried iron fittings to be encased in polyethylene tubing.  Are the 
buried iron fittings constructed with a cathodic protection system also? 
 
A.  Specifications SECTION 13110  CATHODIC PROTECTION SYSTEM (SACRIFICIAL 
ANODE) pertains to ferrous piping as stated in paragraph 1.3.  Metallic Components and Typicals 
that are connected to ferrious piping require cathodic protection in accordance with paragraph 
1.3.12.  Specifications SECTION 02510 WATER DISTRIBUTION SYSTEM, paragraph 2.2.1. 
pertains to P.V.C. piping systems, and buried iron fittings connected to P.V.C. piping shall be 
encased in polyethylene tubing, as stated in 2.2.1.c. 
 


